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Connect to pin 26 of I/O800

Connect to pin 25 of I/O800

0 to 10Vdc Input from humidity transmitter

0 / 3.3Vdc frequency output (connect to pin 6 of I/O800)

WIRING OF CZ-110 SIGNAL CONVERTER FOR RH800 REPLACEMENT
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